
*** DRAFT – NOT FOR FILING *** 
3745-511-450          Conveyance pipes. 
 
 
(A) Conveyance pipes shall be designed to meet the following criteria: 
 

(1) Have a diameter and schedule capable of conveying the anticipated amount of 
fluid under anticipated operating pressures. 

 
(2) Be protected from damage caused by freezing temperatures, crushing, and  

deflection. 
 

(3) Be capable of being inspected for leaks. 
 
(B) For conveyance pipes that penetrate the liner system, a seepage control device shall 

be included. 
 
(C) For conveyance pipes that penetrate a flexible membrane liner, the penetration shall 

be booted. 
 


