
*** DRAFT – NOT FOR FILING *** 
3745-512-436          Pumps. 
 
 
(A) The materials in the pump shall be physically and chemically resistant to damage 

from waste, C&DD, leachate, gas, and other materials that may come in contact with 
the pump. 

 
(B) Each pump shall be tested by the owner or operator to verify proper operation. 
 
(C) Any electrical control panels used for pump operations shall be explosion proof. 
 
(D) Certification of the pump by the owner or operator shall include the following: 
 

(1) Summary information for each pump shall be presented in a summary table that 
identifies each pump manufacturer and model, the location of each pump, and 
the elevations of the on/off switch and the high level alarm. 

 
(2) The pump curve and system curve and the friction loss calculations for each 

pump. 
 

(3) Results of all testing and verification that the pumps meet the standards in 
paragraphs (A) to (C) of this rule and the specifications in the authorizing 
document. 

 


